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(| ARUNO36GS2 (24-ODU-2) I
" : . ] ARUB154DT2 (24-ODU-1)
O Aaditional refrigerant : 4.17 Ibs Additional refrigerant : 15.82 Ibs
3/8:5/8
40.0 ft ARBLOS4 1/2:7/8:1+1/8 ARBLB07121
12.0 ft
1/2:7/8:1+1/8 PRHRO40A (24-BSB-1)
22.0 ft
1/4:1/2 — 7 |_ARNUO73BHAZ Room 1/4:1/2 ARNU183BHA2 Room
20.0 ft (24-FC-9) 10.0 ft — (24-FC-4)
1/4:1/2 — 7 |_ARNUO73BHAZ Room 2/8-5/8 ARNU363BGA2 Room
20.0 ft (24-FC-10) 9.0 ft == (24-FC-3)
li4:472 = O >Nxhzm%ﬂm_._>m Room 3/8:5/8 ——— ARNU363BGA2 Room
: (24-FC-11) 15.0 ft (24-FC-2)
3/8:5/8 — 1 ARNU483BRA2 Room
15.0 ft (24-FC-1)
3/8:1/2:5/8 PRHRO40A ( 24-BSB-2)
45.0 ft
M Communication Line M 14.0 ft (24-FC-5)
= = = 1/4:1/2 = ARNUO093BHA2 Room
Combi. : 8.0 ft (24-FC-6)
Additional refrigerant : 4.17 Ibs ARNUO73BHAZ 1/4:1/2 ] [ ARNUO93BHAZ Room
M 10.0 ft (24-FC-7)
BN B 1/4:1/2 = ARNU183BHA2 Room
Note : ARNULS3BHAD 16.0 ft (24-FC-8)
Power wiring, breaker size, and disconnects shall follow local code or NEC |
Multi-frame outdoor unit models require a separate power connection for each frame. -
Refer to the most current submittal sheets for applicable electrical data.
ARUB154DT2 1 PRHRO40A // ARNU183BHA2
M Communication Line M M
-, I I | S ) - ] || | I | S S S S S S S S S S S S S B J noacm- ">wcmHmA.Ul—lN
_ O I Additional refrigerant : 15.82 Ibs ARNU363BGA2 M
- RMXS48LVJU (24-ODU-3) . = =
I O Additional refrigerant : 4.17 Ibs _
_ _ ARNU363BGA2
- — PROVIDE WARM SHELL ONLY M
AT DEDUCT ALTERNATE *2. —
| 3/8:5/8 ARBLO054 . SEE SHEET MHII3 & MHII4. Ny
I 40.0 ft |
' . / ARNU483BRA2
| | i
_ 1/4:1/2 — 1 FTXS18LVJU Room _ )
_ 20.0 ft (24-FC-12) |
! a1/ — | FTXS18LVJU Room ' PRHRO40A // ARNU093BHA2
I 20.0 ft (24-FC-13) ! M . M
_ 1/4:1/2 — 1 1_FTXS18LVJU Room | T
: 50.0 ft (24-FC-14) _ ARNUO93BHAZ M
_ RMXS48LVIU L — FTXS18LVIU il _ Power wiring, breaker size, and disconnects shall follow local code or NEC
_ M Communication Line i S Multi-frame outdoor unit models require a separate power connection for each frame. ARNU093BHA2 il
' Combi. - \ Refer to the most current submittal sheets for applicable electrical data. L L
_ Additional refrigerant : 4.17 Ibs FTXS18LVJU .
l Mu _ ARNU183BHA2
| . [ ! :
' Note : - A
_ Power wiring, breaker size, and disconnects shall follow local code or NEC FTIXS18LVIU il _
| Multi-frame outdoor unit models require a separate power connection for each frame. = 1
I Refer to the most current submittal sheets for applicable electrical data. I
| |
| |
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